Module 2, Scenario 7

At approximately 12:45 p.m. on September 13, 1989, Employees #1 through #6 were exposed to ammonia when a cylindrical-shaped, 995 gallon anhydrous ammonia storage tank, which was stored on the roof of a dairy, separated at the seams. Approximately 786 gallons of anhydrous ammonia spilled onto the building's roof and entered the atmosphere surrounding the plant. The employees suffered eye and skin irritation and Employee #2 twisted his knee while working on the roof after the accident. Employees #1 and #2 were hospitalized. The complete rupture of the steel tank damaged the building roof and nearby equipment.